
 EXPRESS TERMS 
 FOR 

PROPOSED BUILDING STANDARDS 
OF THE 

 OFFICE OF STATEWIDE HEALTH PLANNING AND DEVELOPMENT 
 
 REGARDING PROPOSED CHANGES TO 

CALIFORNIA ELECTRICAL CODE 
 CALIFORNIA CODE OF REGULATIONS, TITLE 24, PART 3 
 
 
(The State agency shall draft the regulations in plain, straightforward language, avoiding technical terms as much as possible and using a 
coherent and easily readable style.  The agency shall draft the regulation in plain English.  A notation shall follow the express terms of 
each regulation listing the specific statutes authorizing the adoption and listing specific statutes being implemented, interpreted, or made 
specific. (PART 1 – ADMINISTRATIVE CODE)   
 
LEGEND FOR EXPRESS TERMS 

1. Existing California amendments or code language being modified:  All such language appears in 
italics, modified language is underlined. 

2. New California amendments:  All such language appears underlined and in italics. 
3. Repealed text:  All such language appears in strikeout. 

 
EXPRESS TERMS: 
 
ARTICLE 089--ADMINISTRATION 
 
089-7. Application 
 
7. OSHPD – Office of Statewide Health Planning and Development 
 
A.  OSHPD 1 
Application – General acute-care hospitals and acute psychiatric hospitals, excluding distinct part units or distinct 
part freestanding buildings providing skilled nursing or intermediate-care services. For structural Regulations: Skilled 
nursing facilities and/or intermediate-care facilities except those skilled nursing facilities and intermediate-care 
facilities of single story, Type V, wood or light steel-frame construction.    
… 
 

NOTATION: 
 Authority: Health and Safety Code Sections 129850 
 Reference: Health and Safety Code Sections 1275 and 129850 

 
 
 
B.  OSHPD 2 
Application – Skilled nursing facilities and intermediate-care facilities, including distinct part skilled nursing and 
intermediate-care services on a general acute-care or acute psychiatric hospital license, provided either in a separate 
unit or a freestanding building. For Structural Regulations: Single-story, Type V skilled nursing facility and/or 
intermediate-care facilities utilizing wood or light steel-frame construction.  

 
… 
 
        NOTATION: 

 Authority: Health and Safety Code Sections 129850 
 Reference: Health and Safety Code Sections 1275 and 129850 
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ARTICLE 517—HEALTH CARE FACILITIES 
 
 

517.33  Critical Branch. 
 
(A)  Task Illumination and Selected Receptacles.  The critical branch of the emergency system shall supply power 
for task illumination, fixed equipment, selected receptacles, and special power circuits serving the following areas and 
functions related to patient care: 
… 
 
(9) Additional task illumination, receptacles, and selected power circuits needed for effective hospital operation.  
Single-phase fractional horsepower motors shall be permitted to be connected to the critical branch.  [NFPA 99, 
3.4.2.2.2(c)] 
 
(10) [For OSHPD 1, 2, 3, & 4]   Sensor-operated fixtures when used to comply with Table 4-2, California Plumbing Code. 
 
(11) [For OSHPD 1 & 4]   Alarm systems for monitoring negative pressure isolation rooms and positive pressure isolation 
rooms.     
 
(b) Subdivision of the Critical Branch.  It shall … 

 
 

        NOTATION: 
 Authority: Health and Safety Code Sections 129850 
 Reference: Health and Safety Code Sections 1275, 129790 and 129850 
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